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12/4/68 Flammable 1liquid storage & use inspection (see Permit FL 896) for listing
of flammable liquids, aclds, & gases and quantitiles.

Large amounts of aclds & flammable liqulds stored in various locations in-
side and outside of building.

John Boomer, Plant Manager, was advised by this lnspector to provide an
approved outside storage area, or inside storage room, for the flammable

liquids and hazardous chemicals storage,
side storage room was under consideration,

Mr. Boomer stated that an out-
Plans will be submitted to

Bureau of Fire Prevention for approval.

NOTE:

A manifold trailer of 40,000 cu ft HYDROGEN GAS has been added to
the amount previously approved (3/61) for 32,000 cu ft of permanent
manifolded hydrogen gas.

‘Recommended a barrier or guard postsbe provided for additional
protection of this hydrogen traller and manifold installation. ELH

8/4/70 See separate sheet for inspection report,
1/1/73 Alarm No. 8 - Malfunction of thermostat in stripper tank (chlorinated hydro-

3/21/73

carbons) - $150 estimated damage.

Permit #FL 73-27 lssued for 1lnstallation of 499 gallon LPG tank. ELH

5/3/73 LPG tank installation inspected - DENIED:

BALT/T3
5/31/73

- 1. Tank was set on asphalt.
2. No concrete slab or footings provided for tank installation.
3. LPG tank not secured from movement by bolts or metal bands to
footing of concrete,
4, Bumper posts (4" plpe) were installed

Jack Voorhees of Industrial Vangas, Inc,was advised by phone that said con-

ditlons must be corrected before tank may be filled for use. He stated

that conditions would be corrected within 7 days.

REINSPECTION - No change (concrete footings NOT provided for installation
and securlng tank from movement. ELH

REINSPECTION - No change on LPG tank installation. of

Paul Glazier,

- VANGAS~{field maintenance representative) was advised of conditions; he

iFD_ e

will cause corrections to be made by Monday, 6/4/73. NOTE: Tank has been

filled ‘w/ LPG. .
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Descr. Operation_ Metal stamping and annealing

CONSTR: Concrete Masonry X Metal Wood Frame Mill __ Stucco __ Other
Bldg. Dimensions_260!'x4U71 (708, 00085, T . Stories __One Height _ 121

FIOORS: Concrete X _ Wood . Other 01l Soaked . Weak __ Overloaded

ROOF: Concrete — Woocd Frame X Mill Steel - Uapro. Pro.
Covering: comp., No.: Skylights Vents _110ther 10
Shape: Flat A Arch —_Slope ___ Sawtooth W
ATTIC: No. Scuttle HOles __ Loc. Size
Division Walls__ vrg Pierced ¥ Unpierced __ _
Wiring: Good X Fair __ Bad ___  Storage: No e B A :
VERTICAL OPENINGS: Stairway _ Loc Open Enclosed
Elevator __ Loc Other |
Means of Ventilating Remove ventg L
BASEMENT: Dimensions Entrance Contents
FIRE WALLS: Location Plerced ___ Unpierced __
If Pierced: Fire Doors - No. __ Class ‘Self Closing ___
Master
EXITS: 3 N; 18;4 B; 3W Type Doors Metel , gliass Forcible Entry _ yey

EXPOSURES: Severe ___ Moderate None X Explain

HEATING UNIT: gpece Heater Loc. Valrous lacsatdaon

AIR CONDITIONER: Yes Loec. Root

HATER HEA’I‘ER: Veea _Lg_‘{qal I.Dco 4+ oo
- REFRIGERATICN: Type/Size/Capacity

CONTROLS: Elec _ N-Y corner inside Gas N-E corner outcide Watergir corper
main plent outsidg
HAZARDS: Life (Capacity Adults Children 24 hour Care Day Care
Ambulstory Non-Ambulatory

HAZARDS: Storage - Kind/Amcunt/loc Hydrogen Gas 20,000 ft,

HAZARDS: Electrical . Other

SPRINKLERS: Throughout X Basement On]y Stage Elsevhere
INTERIOR STANDPIPES: No. Outlets b ol Ioc ;

Inspected by A" Shift Comp, Three . w/ Mr. B Ellerman ., Pirm Representati






